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 Exterior Photos
1. Exterior Property Photos

 Interior Photos
1. Interior Property Photos
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 Property Description
1. Structure
Home faces approximately: West • Structure Type: Single Family • Structure height: One story
structure • Occupied: No.
All utilities were on

 Grounds
1. Driveway/Walkway Condition
Driveway Material(s): Concrete • Walkway Material(s): Concrete

2. Porch/Patio Condition
Porch Material(s): Concrete • Patio Material(s): Concrete • Waterproof sealant • Screening/Lanai
present

3. Fences/Gates Condition
Fence/Gate Material(s): PVC

 Foundation
1. Foundation Condition
Foundation Type: Concrete Slab
Observations:
• Foundation was not fully visible

2. Grading Condition
Level site

Definition
Polyvinyl chloride, which is used in the manufacture of white plastic pipe typically used for water supply lines.
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 Exterior Features
1. Exterior Walls Condition
Exterior Wall Construction: Masonry Block/Concrete, Wood Frame
Exterior Wall Materials: Stucco, Hardie Board/Composite
Observations:
• Final paint touchup/repair needed.

2. Trim Condition
Trim Material(s): Metal

 Garage
1. Garage/Carport Structure Condition
Garage Type: Double Car, Single Car • Attached garage

2. Garage/Carport Floor Condition
Garage/Carport Floor Material: Concrete
Observations:
• Final cleaning needed.

3. Door to Interior Condition
Door to the interior was a fire-rated door

4. Vehicle Door Condition
Vehicle Door Style: Roll-up • Vehicle Door Material: Metal

5. Vehicle Door Opener Condition
Manufacturer: Chamberlian/Liftmaster • Number of units: 1



Robert Hintze Waypoint Property Inspection, llc

  NC Final Inspection SAMPLE SAMPLE New Construction Final Inspection,
Orlando, Florida

Page 5 of 20

 

 Lawn Sprinklers
1. Lawn Sprinklers Condition
Control box location: Garage • Number of Zones: 4. Number of active zones: 4. • Control box and
sprinkler system was managed by HOA.
Observations:
• Sprinkler system did not operate. Per CM, Utility has reclaimed water off at the time of inspection.

Sprinkler system did not operate.

 Electrical System
1. Electrical Service Condition
Service Entry Type: Below Ground • Number of Conductors: 3
Observations:
• Service wiring was in good condition: Yes.

2. Main Panel Condition
Brand/Model: Square D • Panel Location: Right Side
200 • Circuit breakers
Observations:
• Electrical panel was in good condition: Yes.
• Antioxidant was not visible on the multi strand aluminum service conductors.



Robert Hintze Waypoint Property Inspection, llc

  NC Final Inspection SAMPLE SAMPLE New Construction Final Inspection,
Orlando, Florida

Page 6 of 20

3. Sub-Panel A Condition
Brand/Model: Square D • Panel Location: Garage
200 • Circuit breakers • AFCI breakers were installed for: Bedroom protection
Observations:
• Electrical panel was in good condition: Yes.
•  Panel cover would not latch closed.
• Antioxidant was not visible on the multi strand aluminum service conductors.

 Panel cover would not latch closed.

4. Wiring Condition
Sheathed Non Metallic (NM) rubber insulated copper branch wire • Sheathed Non Metallic  (NM),
BX, Conduit
Observations:
• Coach lights were missing/not installed.
• Outlet(s) were not operational at multiple locations.

Coach lights were missing/not installed. Outlet(s) were not operational at multiple
locations. Family room.

Definition
Arc-fault circuit interrupter: A device intended to provide protection from the effects of arc faults by recognizing characteristics unique to arcing and by functioning to de-energize the circuit when an arc fault is detected.



Robert Hintze Waypoint Property Inspection, llc

  NC Final Inspection SAMPLE SAMPLE New Construction Final Inspection,
Orlando, Florida

Page 7 of 20

 

 Cooling System
1. Cooling System 1 Condition
Cooling Unit Location: Rear • Manufacturer: Lennox • Age of unit: 2023 • Size in Tonnage: 3.5 Ton
• Cooling System Type: Heat Pump
Observations:
• Cooling system operated: Yes.

Return air temperature

Supply air temperature Supply air temperature

 Heating System
1. Heating System 1 Condition
Location: Interior Upper Closet • Manufacturer: Lennox • Age of unit:  2023 • Size in Tonnage: 3.5
Ton • Power Source: Electric Furnace
Observations:
• Heating system operated: Yes

Return air temperature
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Supply air temperature Supply air temperature

 Thermostat & Air Filter(s)
1. Thermostat(s) Condition
Materials: Thermostat Location: Upper Common Area, Family/Living Room

2. Air Filter(s) Condition
Materials: Filter Location(s): Hallway • Filter sizes: 18x30x1

 Plumbing System
1. Main Line & Valve Condition
Main Valve Location: Right side
Main Line Material(s): PVC/CPVC piping, Copper piping
Observations:
• Visible main line was in good condition: No
• Main valve/line was leaking.
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Main valve/line was leaking. Pressure relief valve
was leaking.

2. Supply Lines Condition
Supply Line Material(s):  CPVC piping

3. Drain Lines Condition
Drain Line Material(s): PVC/CPVC
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4. Water Heater 1 Condition
Water heater location: Garage • Manufacturer: State • Age of unit: 2023 • Water heater type:
Electric • Size of water heater: 50 Gallons
Observations:
• Water heater was in good condition: Yes

 Roof System
1. Main Roof Condition
Observations:
• Damaged/Loose roofing material(s) were visible.

Damaged/Loose roofing
material(s) were visible. Ridge

tiles at various locations are not
adhered.
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2. Roof Flashing Condition
Closed Valley Flashing • Roof flashing features: Roof vents, Soffit vents, Vent caps, Dryer vent

3. Attic Condition
Attic Access Location(s): Garage access • Truss Configuration: Roof engineered trusses • Roof
framing: 2x4 • Ceiling framing: 2x4 • Insulation Types: Loose fiberglass
Observations:
• Insulation had been moved/disturbed, leaving low coverage areas.

Insulation had been
moved/disturbed, leaving low

coverage areas.

Definition
Sheet metal or other material used to line a valley in a roof to direct rainwater down into the gutter system.
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 Exterior Doors
1. Exterior Doors Condition
Exterior Door Types: Front Single Entry Door, Sliding Glass Doors
Observations:
• Weather-stripping did not properly seal the sliding door. Gap was visible.

Weather-stripping did not
properly seal the sliding door.

Gap was visible.

Weather-stripping did not
properly seal the sliding door.

Gap was visible.

 Interior Features
1. Interior Doors Condition
Interior Door Type(s): Hollow core wood
Observations:
• Closet doors were not installed at secondary bedroom.
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Closet doors were not installed at secondary bedroom.

2. Window(s) Condition
Metal/Double-pane/Single-hung

3. Interior Walls Condition
Interior Wall Materials: Drywall, Tile
Observations:
• Touch-up paint/repairs needed at several areas.

4. Ceilings Condition
Interior Ceiling Materials: Drywall

5. Flooring Condition
Flooring Materials: Carpet, Tile
Observations:
• Carpet was deteriorated.

Carpet was deteriorated.
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6. Laundry Condition
Location: Upstairs utility room

 Kitchen
1. Kitchen Cabinets Condition
Cabinet Types: Wood
Observations:
• Cabinets were loose/separating from the wall.
• Cabinets were damaged.

Cabinets were damaged. Left
side of dishwasher.

Cabinets were loose/separating from the wall.
Trim piece was loose.

Cabinets were loose/separating from the wall.
Trim piece was loose.
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2. Kitchen Counters Condition
Counter Type(s): Solid natural or engineered stone surface

3. Kitchen Sink Condition
Observations:
• Hot and cold water lines were reversed.

Hot and cold water lines were reversed.

4. Garbage Disposal Condition
Observations:
• Manufacturer: Moen, Badger

5. Dishwasher Condition
Observations:
• Manufacturer: Samsung

6. Oven/Stove-top Condition
Observations:
• Manufacturer: Samsung
• Power Source: Electric
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7. Microwave Condition

 Bathrooms
1. Bathroom Locations
Observations:
• Primary bathroom.
• Hallway bathroom
• En suite bathroom

Hallway bathroom Primary bathroom. Primary bathroom.
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En suite bathroom

2. Bathtub(s) Condition
Observations:
• Hot and cold water supply lines were reversed at hallway bathroom.

Hot and cold water supply lines were reversed at hallway bathroom.

3. Shower(s) Condition
Observations:
• Hot and cold water was reversed at primary bathroom.

Hot and cold water was reversed at primary bathroom.
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Glossary

Glossary
Term Definition
AFCI Arc-fault circuit interrupter: A device intended to provide

protection from the effects of arc faults by recognizing
characteristics unique to arcing and by functioning to de-energize
the circuit when an arc fault is detected.

PVC Polyvinyl chloride, which is used in the manufacture of white
plastic pipe typically used for water supply lines.

Valley Flashing Sheet metal or other material used to line a valley in a roof to
direct rainwater down into the gutter system.
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Report Summary

Report Summary

Garage
Page 4 Item: 2 Garage/Carport

Floor Condition
• Final cleaning needed.

Lawn Sprinklers
Page 5 Item: 1 Lawn Sprinklers

Condition
• Sprinkler system did not operate. Per CM, Utility has
reclaimed water off at the time of inspection.

Electrical System
Page 5 Item: 2 Main Panel

Condition
• Antioxidant was not visible on the multi strand aluminum
service conductors.

Page 6 Item: 3 Sub-Panel A
Condition

•  Panel cover would not latch closed.
• Antioxidant was not visible on the multi strand aluminum
service conductors.

Page 6 Item: 4 Wiring Condition • Coach lights were missing/not installed.
• Outlet(s) were not operational at multiple locations.

Plumbing System
Page 8 Item: 1 Main Line & Valve

Condition
• Main valve/line was leaking.

Roof System
Page 10 Item: 1 Main Roof

Condition
• Damaged/Loose roofing material(s) were visible.

Page 11 Item: 3 Attic Condition • Insulation had been moved/disturbed, leaving low coverage
areas.

Exterior Doors
Page 12 Item: 1 Exterior Doors

Condition
• Weather-stripping did not properly seal the sliding door.
Gap was visible.

Interior Features
Page 12 Item: 1 Interior Doors

Condition
• Closet doors were not installed at secondary bedroom.

Page 13 Item: 3 Interior Walls
Condition

• Touch-up paint/repairs needed at several areas.

Page 13 Item: 5 Flooring Condition • Carpet was deteriorated.

Kitchen
Page 14 Item: 1 Kitchen Cabinets

Condition
• Cabinets were loose/separating from the wall.
• Cabinets were damaged.

Page 15 Item: 3 Kitchen Sink
Condition

• Hot and cold water lines were reversed.
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Bathrooms
Page 17 Item: 2 Bathtub(s)

Condition
• Hot and cold water supply lines were reversed at hallway
bathroom.

Page 17 Item: 3 Shower(s)
Condition

• Hot and cold water was reversed at primary bathroom.
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